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MINIMUM OF 3 SETS OF 4 MANUFACTURED
CASING CHOCKS SHALL BE INSTALLED ON
EACH PIPE WITH A MAXIMUM SPACING OF 6.
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BRICK PLUG LAYED TO COVER ENTIRE
OPENING OF STEEL CASING (TWO COURSES
THICK) OR APPROVED MANUFACTURED PLUG
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